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(2) Approval of alternative opacity 
emission standard under § 63.6(h)(9). 

(3) Approval of major change to test 
methods under § 63.7(e)(2)(ii) and (f). A 
‘‘major change to test method’’ is de-
fined in § 63.90. 

(4) Approval of a major change to 
monitoring under § 63.8(f). A ‘‘major 
change to monitoring’’ is defined in 
§ 63.90. 

(5) Approval of major change to rec-
ordkeeping and reporting under 
§ 63.10(f). A ‘‘major change to record-
keeping/reporting’’ is defined in § 63.90. 

[76 FR 15591, Mar. 21, 2011, as amended at 78 
FR 7513, Feb. 1, 2013] 

§ 63.11237 What definitions apply to 
this subpart? 

Terms used in this subpart are de-
fined in the Clean Air Act, in § 63.2 (the 
General Provisions), and in this section 
as follows: 

10-day rolling average means the 
arithmetic mean of all valid hours of 
data from 10 successive operating days, 
except for periods of startup and shut-
down and periods when the unit is not 
operating. 

30-day rolling average means the 
arithmetic mean of all valid hours of 
data from 30 successive operating days, 
except for periods of startup and shut-
down and periods when the unit is not 
operating. 

Affirmative defense means, in the con-
text of an enforcement proceeding, a 
response or defense put forward by a 
defendant, regarding which the defend-
ant has the burden of proof, and the 
merits of which are independently and 
objectively evaluated in a judicial or 
administrative proceeding. 

Annual heat input means the heat 
input for the 12 months preceding the 
compliance demonstration. 

Bag leak detection system means a 
group of instruments that are capable 
of monitoring particulate matter load-
ings in the exhaust of a fabric filter 
(i.e., baghouse) in order to detect bag 
failures. A bag leak detection system 
includes, but is not limited to, an in-
strument that operates on electro-
dynamic, triboelectric, light scat-
tering, light transmittance, or other 
principle to monitor relative particu-
late matter loadings. 

Biodiesel means a mono-alkyl ester 
derived from biomass and conforming 
to ASTM D6751–11b, Standard Speci-
fication for Biodiesel Fuel Blend Stock 
(B100) for Middle Distillate Fuels (in-
corporated by reference, see § 63.14). 

Biomass means any biomass-based 
solid fuel that is not a solid waste. This 
includes, but is not limited to, wood 
residue and wood products (e.g., trees, 
tree stumps, tree limbs, bark, lumber, 
sawdust, sander dust, chips, scraps, 
slabs, millings, and shavings); animal 
manure, including litter and other bed-
ding materials; vegetative agricultural 
and silvicultural materials, such as 
logging residues (slash), nut and grain 
hulls and chaff (e.g., almond, walnut, 
peanut, rice, and wheat), bagasse, or-
chard prunings, corn stalks, coffee 
bean hulls and grounds. This definition 
of biomass is not intended to suggest 
that these materials are or are not 
solid waste. 

Biomass subcategory includes any boil-
er that burns any biomass and is not in 
the coal subcategory. 

Boiler means an enclosed device using 
controlled flame combustion in which 
water is heated to recover thermal en-
ergy in the form of steam and/or hot 
water. Controlled flame combustion re-
fers to a steady-state, or near steady- 
state, process wherein fuel and/or oxi-
dizer feed rates are controlled. A device 
combusting solid waste, as defined in 
§ 241.3 of this chapter, is not a boiler 
unless the device is exempt from the 
definition of a solid waste incineration 
unit as provided in section 129(g)(1) of 
the Clean Air Act. Waste heat boilers, 
process heaters, and autoclaves are ex-
cluded from the definition of Boiler. 

Boiler system means the boiler and as-
sociated components, such as, 
feedwater systems, combustion air sys-
tems, fuel systems (including burners), 
blowdown systems, combustion control 
systems, steam systems, and conden-
sate return systems, directly connected 
to and serving the energy use systems. 

Calendar year means the period be-
tween January 1 and December 31, in-
clusive, for a given year. 

Coal means all solid fuels classifiable 
as anthracite, bituminous, sub-bitu-
minous, or lignite by the American So-
ciety for Testing and Materials in 
ASTM D388 (incorporated by reference, 
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see § 63.14), coal refuse, and petroleum 
coke. For the purposes of this subpart, 
this definition of ‘‘coal’’ includes syn-
thetic fuels derived from coal includ-
ing, but not limited to, solvent-refined 
coal, coal-oil mixtures, and coal-water 
mixtures. Coal derived gases are ex-
cluded from this definition. 

Coal subcategory includes any boiler 
that burns any solid fossil fuel and no 
more than 15 percent biomass on an an-
nual heat input basis. 

Commercial boiler means a boiler used 
in commercial establishments such as 
hotels, restaurants, and laundries to 
provide electricity, steam, and/or hot 
water. 

Common stack means the exhaust of 
emissions from two or more affected 
units through a single flue. Affected 
units with a common stack may each 
have separate air pollution control sys-
tems located before the common stack, 
or may have a single air pollution con-
trol system located after the exhausts 
come together in a single flue. 

Daily block average means the arith-
metic mean of all valid emission con-
centrations or parameter levels re-
corded when a unit is operating meas-
ured over the 24-hour period from 12 
a.m. (midnight) to 12 a.m. (midnight), 
except for periods of startup and shut-
down and periods when the unit is not 
operating. 

Deviation (1) Means any instance in 
which an affected source subject to this 
subpart, or an owner or operator of 
such a source: 

(i) Fails to meet any applicable re-
quirement or obligation established by 
this subpart including, but not limited 
to, any emission limit, operating limit, 
or work practice standard; or 

(ii) Fails to meet any term or condi-
tion that is adopted to implement an 
applicable requirement in this subpart 
and that is included in the operating 
permit for any affected source required 
to obtain such a permit. 

(2) A deviation is not always a viola-
tion. 

Distillate oil means fuel oils that con-
tain 0.05 weight percent nitrogen or 
less and comply with the specifications 
for fuel oil numbers 1 and 2, as defined 
by the American Society of Testing 
and Materials in ASTM D396 (incor-
porated by reference, see § 63.14) or die-

sel fuel oil numbers 1 and 2, as defined 
by the American Society for Testing 
and Materials in ASTM D975 (incor-
porated by reference, see § 63.14), ker-
osene, and biodiesel as defined by the 
American Society of Testing and Mate-
rials in ASTM D6751–11b (incorporated 
by reference, see § 63.14). 

Dry scrubber means an add-on air pol-
lution control system that injects dry 
alkaline sorbent (dry injection) or 
sprays an alkaline sorbent (spray 
dryer) to react with and neutralize acid 
gas in the exhaust stream forming a 
dry powder material. Sorbent injection 
systems used as control devices in flu-
idized bed boilers and process heaters 
are included in this definition. A dry 
scrubber is a dry control system. 

Electric boiler means a boiler in which 
electric heating serves as the source of 
heat. Electric boilers that burn gaseous 
or liquid fuel during periods of elec-
trical power curtailment or failure are 
included in this definition. 

Electric utility steam generating unit 
(EGU) means a fossil fuel-fired combus-
tion unit of more than 25 megawatts 
that serves a generator that produces 
electricity for sale. A fossil fuel-fired 
unit that cogenerates steam and elec-
tricity and supplies more than one- 
third of its potential electric output 
capacity and more than 25 megawatts 
electrical output to any utility power 
distribution system for sale is consid-
ered an electric utility steam gener-
ating unit. To be ‘‘capable of com-
busting’’ fossil fuels, an EGU would 
need to have these fuels allowed in 
their operating permits and have the 
appropriate fuel handling facilities on- 
site or otherwise available (e.g., coal 
handling equipment, including coal 
storage area, belts and conveyers, pul-
verizers, etc.; oil storage facilities). In 
addition, fossil fuel-fired EGU means 
any EGU that fired fossil fuel for more 
than 10.0 percent of the average annual 
heat input in any 3 consecutive cal-
endar years or for more than 15.0 per-
cent of the annual heat input during 
any one calendar year after April 16, 
2015. 

Electrostatic precipitator (ESP) means 
an add-on air pollution control device 
used to capture particulate matter by 
charging the particles using an electro-
static field, collecting the particles 
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using a grounded collecting surface, 
and transporting the particles into a 
hopper. An electrostatic precipitator is 
usually a dry control system. 

Energy assessment means the fol-
lowing for the emission units covered 
by this subpart: 

(1) The energy assessment for facili-
ties with affected boilers with less than 
0.3 trillion Btu per year (TBtu/year) 
heat input capacity will be 8 on-site 
technical labor hours in length max-
imum, but may be longer at the discre-
tion of the owner or operator of the af-
fected source. The boiler system(s) and 
any on-site energy use system(s) ac-
counting for at least 50 percent of the 
affected boiler(s) energy (e.g., steam, 
hot water, or electricity) production, 
as applicable, will be evaluated to iden-
tify energy savings opportunities, 
within the limit of performing an 8- 
hour energy assessment. 

(2) The energy assessment for facili-
ties with affected boilers with 0.3 to 1.0 
TBtu/year heat input capacity will be 
24 on-site technical labor hours in 
length maximum, but may be longer at 
the discretion of the owner or operator 
of the affected source. The boiler sys-
tem(s) and any on-site energy use sys-
tem(s) accounting for at least 33 per-
cent of the affected boiler(s) energy 
(e.g., steam, hot water, or electricity) 
production, as applicable, will be eval-
uated to identify energy savings oppor-
tunities, within the limit of performing 
a 24-hour energy assessment. 

(3) The energy assessment for facili-
ties with affected boilers with greater 
than 1.0 TBtu/year heat input capacity 
will be up to 24 on-site technical labor 
hours in length for the first TBtu/year 
plus 8 on-site technical labor hours for 
every additional 1.0 TBtu/year not to 
exceed 160 on-site technical hours, but 
may be longer at the discretion of the 
owner or operator of the affected 
source. The boiler system(s) and any 
on-site energy use system(s) account-
ing for at least 20 percent of the af-
fected boiler(s) energy (e.g., steam, hot 
water, or electricity) production, as ap-
plicable, will be evaluated to identify 
energy savings opportunities. 

(4) The on-site energy use system(s) 
serving as the basis for the percent of 
affected boiler(s) energy production, as 
applicable, in paragraphs (1), (2), and 

(3) of this definition may be segmented 
by production area or energy use area 
as most logical and applicable to the 
specific facility being assessed (e.g., 
product X manufacturing area; product 
Y drying area; Building Z). 

Energy management program means a 
program that includes a set of prac-
tices and procedures designed to man-
age energy use that are demonstrated 
by the facility’s energy policies, a fa-
cility energy manager and other staff-
ing responsibilities, energy perform-
ance measurement and tracking meth-
ods, an energy saving goal, action 
plans, operating procedures, internal 
reporting requirements, and periodic 
review intervals used at the facility. 
Facilities may establish their program 
through energy management systems 
compatible with ISO 50001. 

Energy use system (1) Includes the fol-
lowing systems located on the site of 
the affected boiler that use energy pro-
vided by the boiler: 

(i) Process heating; compressed air 
systems; machine drive (motors, 
pumps, fans); process cooling; facility 
heating, ventilation, and air condi-
tioning systems; hot water systems; 
building envelop; and lighting; or 

(ii) Other systems that use steam, 
hot water, process heat, or electricity, 
provided by the affected boiler. 

(2) Energy use systems are only those 
systems using energy clearly produced 
by affected boilers. 

Equivalent means the following only 
as this term is used in Table 5 to this 
subpart: 

(1) An equivalent sample collection 
procedure means a published voluntary 
consensus standard or practice (VCS) 
or 

EPA method that includes collection 
of a minimum of three composite fuel 
samples, with each composite con-
sisting of a minimum of three incre-
ments collected at approximately 
equal intervals over the test period. 

(2) An equivalent sample compositing 
procedure means a published VCS or 
EPA method to systematically mix and 
obtain a representative subsample 
(part) of the composite sample. 

(3) An equivalent sample preparation 
procedure means a published VCS or 
EPA method that: Clearly states that 
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the standard, practice or method is ap-
propriate for the pollutant and the fuel 
matrix; or is cited as an appropriate 
sample preparation standard, practice 
or method for the pollutant in the cho-
sen VCS or EPA determinative or ana-
lytical method. 

(4) An equivalent procedure for deter-
mining heat content means a published 
VCS or EPA method to obtain gross 
calorific (or higher heating) value. 

(5) An equivalent procedure for deter-
mining fuel moisture content means a 
published VCS or EPA method to ob-
tain moisture content. If the sample 
analysis plan calls for determining 
mercury using an aliquot of the dried 
sample, then the drying temperature 
must be modified to prevent vaporizing 
this metal. On the other hand, if met-
als analysis is done on an ‘‘as received’’ 
basis, a separate aliquot can be dried to 
determine moisture content and the 
mercury concentration mathemati-
cally adjusted to a dry basis. 

(6) An equivalent mercury determina-
tive or analytical procedure means a 
published VCS or EPA method that 
clearly states that the standard, prac-
tice, or method is appropriate for mer-
cury and the fuel matrix and has a pub-
lished detection limit equal or lower 
than the methods listed in Table 5 to 
this subpart for the same purpose. 

Fabric filter means an add-on air pol-
lution control device used to capture 
particulate matter by filtering gas 
streams through filter media, also 
known as a baghouse. A fabric filter is 
a dry control system. 

Federally enforceable means all limi-
tations and conditions that are en-
forceable by the EPA Administrator, 
including, but not limited to, the re-
quirements of 40 CFR parts 60, 61, 63, 
and 65, requirements within any appli-
cable state implementation plan, and 
any permit requirements established 
under 40 CFR 52.21 or under 40 CFR 
51.18 and 40 CFR 51.24. 

Fluidized bed boiler means a boiler 
utilizing a fluidized bed combustion 
process that is not a pulverized coal 
boiler. 

Fluidized bed combustion means a 
process where a fuel is burned in a bed 
of granulated particles, which are 
maintained in a mobile suspension by 

the forward flow of air and combustion 
products. 

Fuel type means each category of 
fuels that share a common name or 
classification. Examples include, but 
are not limited to, bituminous coal, 
sub-bituminous coal, lignite, anthra-
cite, biomass, distillate oil, residual 
oil. Individual fuel types received from 
different suppliers are not considered 
new fuel types. 

Gaseous fuels includes, but is not lim-
ited to, natural gas, process gas, land-
fill gas, coal derived gas, refinery gas, 
hydrogen, and biogas. 

Gas-fired boiler includes any boiler 
that burns gaseous fuels not combined 
with any solid fuels and burns liquid 
fuel only during periods of gas curtail-
ment, gas supply interruption, 
startups, or periodic testing on liquid 
fuel. Periodic testing of liquid fuel 
shall not exceed a combined total of 48 
hours during any calendar year. 

Heat input means heat derived from 
combustion of fuel in a boiler and does 
not include the heat input from 
preheated combustion air, recirculated 
flue gases, returned condensate, or ex-
haust gases from other sources such as 
gas turbines, internal combustion en-
gines, kilns. 

Hot water heater means a closed ves-
sel with a capacity of no more than 120 
U.S. gallons in which water is heated 
by combustion of gaseous, liquid, or 
biomass fuel and hot water is with-
drawn for use external to the vessel. 
Hot water boilers (i.e., not generating 
steam) combusting gaseous, liquid, or 
biomass fuel with a heat input capacity 
of less than 1.6 million Btu per hour 
are included in this definition. The 120 
U.S. gallon capacity threshold to be 
considered a hot water heater is inde-
pendent of the 1.6 million Btu per hour 
heat input capacity threshold for hot 
water boilers. Hot water heater also 
means a tankless unit that provides 
on-demand hot water. 

Hourly average means the arithmetic 
average of at least four CMS data val-
ues representing the four 15-minute pe-
riods in an hour, or at least two 15- 
minute data values during an hour 
when CMS calibration, quality assur-
ance, or maintenance activities are 
being performed. 
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Industrial boiler means a boiler used 
in manufacturing, processing, mining, 
and refining or any other industry to 
provide steam, hot water, and/or elec-
tricity. 

Institutional boiler means a boiler 
used in institutional establishments 
such as, but not limited to, medical 
centers, nursing homes, research cen-
ters, institutions of higher education, 
elementary and secondary schools, li-
braries, religious establishments, and 
governmental buildings to provide 
electricity, steam, and/or hot water. 

Limited-use boiler means any boiler 
that burns any amount of solid or liq-
uid fuels and has a federally enforce-
able average annual capacity factor of 
no more than 10 percent. 

Liquid fuel includes, but is not lim-
ited to, distillate oil, residual oil, any 
form of liquid fuel derived from petro-
leum, used oil meeting the specifica-
tion in 40 CFR 279.11, liquid biofuels, 
biodiesel, and vegetable oil, and com-
parable fuels as defined under 40 CFR 
261.38. 

Load fraction means the actual heat 
input of a boiler divided by heat input 
during the performance test that estab-
lished the minimum sorbent injection 
rate or minimum activated carbon in-
jection rate, expressed as a fraction 
(e.g., for 50 percent load the load frac-
tion is 0.5). 

Minimum activated carbon injection 
rate means load fraction multiplied by 
the lowest hourly average activated 
carbon injection rate measured accord-
ing to Table 6 to this subpart during 
the most recent performance stack test 
demonstrating compliance with the ap-
plicable emission limit. 

Minimum oxygen level means the low-
est hourly average oxygen level meas-
ured according to Table 6 to this sub-
part during the most recent perform-
ance stack test demonstrating compli-
ance with the applicable carbon mon-
oxide emission limit. 

Minimum scrubber liquid flow rate 
means the lowest hourly average scrub-
ber liquid flow rate (e.g., to the partic-
ulate matter scrubber) measured ac-
cording to Table 6 to this subpart dur-
ing the most recent performance stack 
test demonstrating compliance with 
the applicable emission limit. 

Minimum scrubber pressure drop means 
the lowest hourly average scrubber 
pressure drop measured according to 
Table 6 to this subpart during the most 
recent performance stack test dem-
onstrating compliance with the appli-
cable emission limit. 

Minimum sorbent injection rate means: 
(1) The load fraction multiplied by 

the lowest hourly average sorbent in-
jection rate for each sorbent measured 
according to Table 6 to this subpart 
during the most recent performance 
stack test demonstrating compliance 
with the applicable emission limits; or 

(2) For fluidized bed combustion, the 
lowest average ratio of sorbent to sul-
fur measured during the most recent 
performance test. 

Minimum total secondary electric power 
means the lowest hourly average total 
secondary electric power determined 
from the values of secondary voltage 
and secondary current to the electro-
static precipitator measured according 
to Table 6 to this subpart during the 
most recent performance stack test 
demonstrating compliance with the ap-
plicable emission limits. 

Natural gas means: 
(1) A naturally occurring mixture of 

hydrocarbon and nonhydrocarbon gases 
found in geologic formations beneath 
the earth’s surface, of which the prin-
cipal constituent is methane; or 

(2) Liquefied petroleum gas, as de-
fined by the American Society for 
Testing and Materials in ASTM D1835 
(incorporated by reference, see § 63.14); 
or 

(3) A mixture of hydrocarbons that 
maintains a gaseous state at ISO con-
ditions (i.e., a temperature of 288 Kel-
vin, a relative humidity of 60 percent, 
and a pressure of 101.3 kilopascals). Ad-
ditionally, natural gas must either be 
composed of at least 70 percent meth-
ane by volume or have a gross calorific 
value between 35 and 41 megajoules 
(MJ) per dry standard cubic meter (950 
and 1,100 Btu per dry standard cubic 
foot); or 

(4) Propane or propane-derived syn-
thetic natural gas. Propane means a 
colorless gas derived from petroleum 
and natural gas, with the molecular 
structure C3H8. 

Oil subcategory includes any boiler 
that burns any liquid fuel and is not in 
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either the biomass or coal subcat-
egories. Gas-fired boilers that burn liq-
uid fuel only during periods of gas cur-
tailment, gas supply interruptions, 
startups, or for periodic testing are not 
included in this definition. Periodic 
testing on liquid fuel shall not exceed a 
combined total of 48 hours during any 
calendar year. 

Opacity means the degree to which 
emissions reduce the transmission of 
light and obscure the view of an object 
in the background. 

Operating day means a 24-hour period 
between 12 midnight and the following 
midnight during which any fuel is com-
busted at any time in the boiler unit. 
It is not necessary for fuel to be com-
busted for the entire 24-hour period. 

Oxygen analyzer system means all 
equipment required to determine the 
oxygen content of a gas stream and 
used to monitor oxygen in the boiler 
flue gas, boiler firebox, or other appro-
priate intermediate location. This defi-
nition includes oxygen trim systems. 

Oxygen trim system means a system of 
monitors that is used to maintain ex-
cess air at the desired level in a com-
bustion device. A typical system con-
sists of a flue gas oxygen and/or carbon 
monoxide monitor that automatically 
provides a feedback signal to the com-
bustion air controller. 

Particulate matter (PM) means any 
finely divided solid or liquid material, 
other than uncombined water, as meas-
ured by the test methods specified 
under this subpart, or an approved al-
ternative method. 

Performance testing means the collec-
tion of data resulting from the execu-
tion of a test method used (either by 
stack testing or fuel analysis) to dem-
onstrate compliance with a relevant 
emission standard. 

Period of gas curtailment or supply 
interruption means a period of time dur-
ing which the supply of gaseous fuel to 
an affected boiler is restricted or halt-
ed for reasons beyond the control of 
the facility. The act of entering into a 
contractual agreement with a supplier 
of natural gas established for curtail-
ment purposes does not constitute a 
reason that is under the control of a fa-
cility for the purposes of this defini-
tion. An increase in the cost or unit 
price of natural gas due to normal mar-

ket fluctuations not during periods of 
supplier delivery restriction does not 
constitute a period of natural gas cur-
tailment or supply interruption. On- 
site gaseous fuel system emergencies 
or equipment failures qualify as peri-
ods of supply interruption when the 
emergency or failure is beyond the con-
trol of the facility. 

Process heater means an enclosed de-
vice using controlled flame, and the 
unit’s primary purpose is to transfer 
heat indirectly to a process material 
(liquid, gas, or solid) or to a heat trans-
fer material (e.g., glycol or a mixture 
of glycol and water) for use in a process 
unit, instead of generating steam. 
Process heaters are devices in which 
the combustion gases do not come into 
direct contact with process materials. 
Process heaters include units that heat 
water/water mixtures for pool heating, 
sidewalk heating, cooling tower water 
heating, power washing, or oil heating. 

Qualified energy assessor means: 
(1) Someone who has demonstrated 

capabilities to evaluate energy savings 
opportunities for steam generation and 
major energy using systems, including, 
but not limited to: 

(i) Boiler combustion management. 
(ii) Boiler thermal energy recovery, 

including 
(A) Conventional feed water econo-

mizer, 
(B) Conventional combustion air pre-

heater, and 
(C) Condensing economizer. 
(iii) Boiler blowdown thermal energy 

recovery. 
(iv) Primary energy resource selec-

tion, including 
(A) Fuel (primary energy source) 

switching, and 
(B) Applied steam energy versus di-

rect-fired energy versus electricity. 
(v) Insulation issues. 
(vi) Steam trap and steam leak man-

agement. 
(vii) Condensate recovery. 
(viii) Steam end-use management. 
(2) Capabilities and knowledge in-

cludes, but is not limited to: 
(i) Background, experience, and rec-

ognized abilities to perform the assess-
ment activities, data analysis, and re-
port preparation. 
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(ii) Familiarity with operating and 
maintenance practices for steam or 
process heating systems. 

(iii) Additional potential steam sys-
tem improvement opportunities includ-
ing improving steam turbine oper-
ations and reducing steam demand. 

(iv) Additional process heating sys-
tem opportunities including effective 
utilization of waste heat and use of 
proper process heating methods. 

(v) Boiler-steam turbine cogenera-
tion systems. 

(vi) Industry specific steam end-use 
systems. 

Regulated gas stream means an offgas 
stream that is routed to a boiler for 
the purpose of achieving compliance 
with a standard under another subpart 
of this part or part 60, part 61, or part 
65 of this chapter. 

Residential boiler means a boiler used 
to provide heat and/or hot water and/or 
as part of a residential combined heat 
and power system. This definition in-
cludes boilers located at an institu-
tional facility (e.g., university campus, 
military base, church grounds) or com-
mercial/industrial facility (e.g., farm) 
used primarily to provide heat and/or 
hot water for: 

(1) A dwelling containing four or 
fewer families, or 

(2) A single unit residence dwelling 
that has since been converted or sub-
divided into condominiums or apart-
ments. 

Residual oil means crude oil, fuel oil 
that does not comply with the speci-
fications under the definition of dis-
tillate oil, and all fuel oil numbers 4, 5, 
and 6, as defined by the American Soci-
ety of Testing and Materials in ASTM 
D396–10 (incorporated by reference, see 
§ 63.14(b)). 

Responsible official means responsible 
official as defined in § 70.2. 

Seasonal boiler means a boiler that 
undergoes a shutdown for a period of at 
least 7 consecutive months (or 210 con-
secutive days) each 12-month period 
due to seasonal conditions, except for 
periodic testing. Periodic testing shall 
not exceed a combined total of 15 days 
during the 7-month shutdown. This def-
inition only applies to boilers that 
would otherwise be included in the bio-
mass subcategory or the oil sub-
category. 

Shutdown means the cessation of op-
eration of a boiler for any purpose. 
Shutdown begins either when none of 
the steam or heat from the boiler is 
supplied for heating and/or producing 
electricity, or for any other purpose, or 
at the point of no fuel being fired in 
the boiler, whichever is earlier. Shut-
down ends when there is no steam and 
no heat being supplied and no fuel 
being fired in the boiler. 

Solid fossil fuel includes, but is not 
limited to, coal, coke, petroleum coke, 
and tire-derived fuel. 

Solid fuel means any solid fossil fuel 
or biomass or bio-based solid fuel. 

Startup means either the first-ever 
firing of fuel in a boiler for the purpose 
of supplying steam or heat for heating 
and/or producing electricity, or for any 
other purpose, or the firing of fuel in a 
boiler after a shutdown event for any 
purpose. Startup ends when any of the 
steam or heat from the boiler is sup-
plied for heating and/or producing elec-
tricity, or for any other purpose. 

Temporary boiler means any gaseous 
or liquid fuel boiler that is designed to, 
and is capable of, being carried or 
moved from one location to another by 
means of, for example, wheels, skids, 
carrying handles, dollies, trailers, or 
platforms. A boiler is not a temporary 
boiler if any one of the following condi-
tions exists: 

(1) The equipment is attached to a 
foundation. 

(2) The boiler or a replacement re-
mains at a location within the facility 
and performs the same or similar func-
tion for more than 12 consecutive 
months, unless the regulatory agency 
approves an extension. An extension 
may be granted by the regulating agen-
cy upon petition by the owner or oper-
ator of a unit specifying the basis for 
such a request. Any temporary boiler 
that replaces a temporary boiler at a 
location within the facility and per-
forms the same or similar function will 
be included in calculating the consecu-
tive time period unless there is a gap in 
operation of 12 months or more. 

(3) The equipment is located at a sea-
sonal facility and operates during the 
full annual operating period of the sea-
sonal facility, remains at the facility 
for at least 2 years, and operates at 
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that facility for at least 3 months each 
year. 

(4) The equipment is moved from one 
location to another within the facility 
but continues to perform the same or 
similar function and serve the same 
electricity, steam, and/or hot water 
system in an attempt to circumvent 
the residence time requirements of this 
definition. 

Tune-up means adjustments made to 
a boiler in accordance with the proce-
dures outlined in § 63.11223(b). 

Vegetable oil means oils extracted 
from vegetation. 

Voluntary Consensus Standards (VCS) 
mean technical standards (e.g., mate-
rials specifications, test methods, sam-
pling procedures, business practices) 
developed or adopted by one or more 
voluntary consensus bodies. EPA/Office 
of Air Quality Planning and Standards, 
by precedent, has only used VCS that 
are written in English. Examples of 
VCS bodies are: American Society of 
Testing and Materials (ASTM 100 Barr 
Harbor Drive, P.O. Box CB700, West 
Conshohocken, Pennsylvania 19428– 
B2959, (800) 262–1373, http:// 
www.astm.org), American Society of 
Mechanical Engineers (ASME ASME, 
Three Park Avenue, New York, NY 
10016–5990, (800) 843–2763, http:// 
www.asme.org), International Stand-
ards Organization (ISO 1, ch. de la 
Voie-Creuse, Case postale 56, CH–1211 
Geneva 20, Switzerland, +41 22 749 01 11, 
http://www.iso.org/iso/home.htm), Stand-
ards Australia (AS Level 10, The Ex-
change Centre, 20 Bridge Street, Syd-
ney, GPO Box 476, Sydney NSW 2001, + 
61 2 9237 6171 http:// 
www.stadards.org.au), British Stand-
ards Institution (BSI, 389 Chiswick 
High Road, London, W4 4AL, United 
Kingdom, +44 (0)20 8996 9001, http:// 
www.bsigroup.com), Canadian Standards 
Association (CSA 5060 Spectrum Way, 
Suite 100, Mississauga, Ontario L4W 
5N6, Canada, 800–463–6727, http:// 
www.csa.ca), European Committee for 
Standardization (CEN CENELEC Man-
agement Centre Avenue Marnix 17 B– 
1000 Brussels, Belgium +32 2 550 08 11, 

http://www.cen.eu/cen), and German En-
gineering Standards (VDI VDI Guide-
lines Department, P.O. Box 10 11 39 
40002, Duesseldorf, Germany, +49 211 
6214–230, http://www.vdi.eu). The types 
of standards that are not considered 
VCS are standards developed by: the 
United States, e.g., California (CARB) 
and Texas (TCEQ); industry groups, 
such as American Petroleum Institute 
(API), Gas Processors Association 
(GPA), and Gas Research Institute 
(GRI); and other branches of the U.S. 
government, e.g., Department of De-
fense (DOD) and Department of Trans-
portation (DOT). This does not pre-
clude EPA from using standards devel-
oped by groups that are not VCS bodies 
within their rule. When this occurs, 
EPA has done searches and reviews for 
VCS equivalent to these non-EPA 
methods. 

Waste heat boiler means a device that 
recovers normally unused energy (i.e., 
hot exhaust gas) and converts it to usa-
ble heat. Waste heat boilers are also re-
ferred to as heat recovery steam gen-
erators. Waste heat boilers are heat ex-
changers generating steam from in-
coming hot exhaust gas from an indus-
trial (e.g., thermal oxidizer, kiln, fur-
nace) or power (e.g., combustion tur-
bine, engine) equipment. Duct burners 
are sometimes used to increase the 
temperature of the incoming hot ex-
haust gas. 

Wet scrubber means any add-on air 
pollution control device that mixes an 
aqueous stream or slurry with the ex-
haust gases from a boiler to control 
emissions of particulate matter or to 
absorb and neutralize acid gases, such 
as hydrogen chloride. A wet scrubber 
creates an aqueous stream or slurry as 
a byproduct of the emissions control 
process. 

Work practice standard means any de-
sign, equipment, work practice, or 
operational standard, or combination 
thereof, which is promulgated pursuant 
to section 112(h) of the Clean Air Act. 

[76 FR 15591, Mar. 21, 2011, as amended at 78 
FR 7513, Feb. 1, 2013] 

TABLE 1 TO SUBPART JJJJJJ OF PART 63—EMISSION LIMITS 

As stated in § 63.11201, you must comply with the following applicable emission limits: 
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